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é ARCHITECTURAL M—501 MECHANICAL DETAILS PLANS

_ AD—100 GROUND FLOOR DEMOLITION PLAN M—502 MECHANICAL DETAILS EP—501 DETAILS

5 AS—100 PARTIAL GROUND FLOOR PLAN, SLAB INFILL PLAN, & M—601 MECHANICAL SCHEDULES EP—601 SINGLE LINE, DIAGRAMS & LIGHTING

o DETAIL M—602 MECHANICAL SCHEDULES FIXTURE SCHEDULE

o AS—101 GROUND FLOOR PLAN — NEW WORK PHASE 1 EY—101 SYSTEMS GROUND FLOOR DEMOLITION & NEW WORK

= AS—102 GROUND FLOOR PLAN — NEW WORK PHASE 2 PLUMBING PLAN

?é AS—103 GROUND FLOOR PLAN — RAISED FLOOR SYSTEM P—001 PLUMBING SYMBOLS, ABBREVIATIONS &

S AS—104 GROUND FLOOR PLAN — RAISED FLOOR SYSTEM GENERAL NOTES FIRE ALARM

n AS—105 GROUND FLOOR REFLECTED CEILING PLAN PD—101 PLUMBING DEMOLITION PLANS FA—001 FIRE ALARM SYMBOLS & NOTES
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one quarter inch = one foot

three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot
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ABBREVIATIONS

THIS LIST REPRESENTS COMMON ABBREVIATIONS WHICH MAY BE USED IN GARDNER FPLUS
ARCHITECTS CONSTRUCTION DOCUMENTS. OTHER INDUSTRY ACCEPTED ABBREVIATIONS
MAY ALSO BE USED.

A F (CON'T)

AB ANCHOR BOLT
ABV ABOVE FHV FIRE HOSE VALVE
A/C AIR CONDITIONING FIN FINISH
ACOUST ACOUSTICAL FL FIRE - LITE SAFETY GLASS
ACT ACOUSTICAL CEILING TILE FLASH FLASHING
ACR ACRYLIC FLR FLOOR
AD AREA DRAIN FLUOR FLUORESCENT
ADH ADHESIVE FOoC FACE OF CONCRETE
AD ADJUSTABLE FOF FACE OF FINISH
ADT'N. ADDITION FOS FACE OF STUDS
AFF. ABOVE FINISH FLOOR FRP FIBER GLASS
AGGR AGGREGATE REINFORCED PANEL
AHU AIR HANDLING UNIT FP FIREPROOF
ALUM. ALUMINUM FS FULL SIZE
ALT ALTERNATE FT FOOT OR FEET
ANCH ANCHOR FTG FOOTING
ANOD ANODIZED FT. WD FIRE TREATED WOOD
ANS| AMERICAN NATIONAL FURR FURRING

STANDARDS INSTITUTE
AP ACCESS PANEL G
APA AMERICAN PLYWOOD

ASSOCIATION GA. GAUGE
APPL APPLICABLE GALV. GALVANIZED
APROX. APPROXIMATE GB. ORAB BAR
ARCH ARCHITECTURAL GC. GENERAL CONTRACTOR
ASE. ASBESTOS GF| GROUND FAULT INTERRUPTER
ASPH ASPHALT GL. GLASS
AUTO AUTOMATIC GND. GROUND
AN AUDIO/NISUAL ALARM GR. GRADE
AN ARCHIFEC TURAL WOODWORK GT. GLAZED TILE

GTB. GLAZED TILE BASE

GLAZED WALL TILE
GYPIUM WALL BOARD

B GINT.
GNB.

BC BOTTOM OF CURB H
BD BOARD
BITUM BITUMINOUS HE HOSE BIBB
BLDG BUILDING HC HANDIC APPED
BLK BLOCK HC HOLLOW CORE
BLKG BLOCKING HD. BD HARD BOARD
BM BEAM HDND HARDWOOD
BOS. BOTTOM OF STEEL HDR HEADER
BOTT BOTTOM HDINR HARDWARE
BoMT BASEMENT H HIGH IMPACT
BR BUMPER RAIL HM HOLLOW METAL
BRDG BRIDGING HORZ HORIZONTAL
BTN BETWEEN HR HOUR
HR HAND RAIL
C HT HEIGHT
HUMID HUMIDIFIER
CAB CABINET HVAC HEATING/VENTILATION/
CB CARPET BASE AIR CONDITIONING
CB CATCH BASIN HIAP HIGH IMPACT WALL PROTECTION
CEM CEMENT HYD HYDRANT
CF. CUBIC FEET HIAN HOT WATER
CFCl. CONTRACTOR FURNISHED, HIAH HOT WATER HEATER
CONTRACTOR INSTALLED
CFMF COLD FORMED METAL I
FRAMING
cG CORNER GUARD ID INSIDE DIAMETER
CH COAT HOOK ILO IN LIEU OF
Cl CAST IRON IN INCH
c.J. CONTROL JOINT INSUL INSULATION
CK. BD CHALK BOARD INT INTERIOR
cL CENTER LINE INV INVERT
cLG CEILING INVH |V, HOOK
CLK CAULKING
CLR CLEAR J
CLST CLOSET
CMT CERAMIC MOSAIC TILE AN JANITOR
MU CONCRETE MASONRY UNIT Jc. JANITOR'S CLOSET
CNTR COUNTER JoT. JolsT
cO CLEAN OUT AT, JOINT
CcOL COLUMN
CONC CONCRETE K
CONN CONNECTION
CONST CONSTRUCTION KD KNOGK DOWN
CONT. CONTINUOUS KIT. KITCHEN
CONTR CONTRACTOR KOP. KICK OUT PANEL
COORD. COORDINATE KpP. KICK PLATE
CORR CORRIDOR KYN KYNAR
CPT CARPET
CR CARD READER L
cT CERAMIC TILE
CTB CERAMIC TILE BASE LAR LABORATORY
CRS COURSING LAM. LAMINATE
CTR CENTER LAV LAVATORY
CTSK COUNTERSUNK LC/M LEAD CORE/METAL
CIN COLD WATER LC/W LEAD CORE/WOOD
cY cUBIC YARD L& LEAD GLASS
LGMF LIGHT GAGE MTL. FRAMING
D LH LEFT HAND
LIN LINEN
DBL DOUBLE LHR LEFT HAND REVERSE
DEPT DEPARTMENT LKR LOCKER
DET DETAIL LLH LONG LEG HORIZONTAL
DF DRINKING FOUNTAIN LLV LONG LEG VERTICAL
DIA. DIAMETER LM& LAMINATED GLASS
DIM DIMENSION LT LIGHT
DlsP DISPENSER L\ L OUVER
DN. DONN LVL LAMINATED VENEER LUMBER
DR DOOR
DS DOWN SPOUT M
DSP DRY STANDPIPE
DNG DRANWING MAX MAX|MUM
DR DRANER MC MEDICINE CABINET
MC. MECHANICAL CONTRACTOR
E MDO MEDIUM DENSITY OVERLAY
ME MATCH EXISTING
E . gﬁg] MECH MECHANIC AL
5 EXPANSION BOLT MEME MEMBRANE
EC ELECTRICAL CONTRACTOR MER MANUEAC TURER
EF EXHAUST FAN MU MANHOLE
EH EQUIPMENT HOOK MIN MINIMUM
EIFS EXTERIOR INSULATION & MIR MIRROR
FINISH STSTEM MISC MISCELL ANEOUS
E.J EXPANSION JOINT Mo MASONRY OPENING
ELEV ELEVATION MTD MOUNTED
ELEC. ELECTRICAL MTo MOUNT NG
EL ELEVATOR MTRL MATERIAL
EMERG EMERGENCY MUL MULLION
ENC ENCLOSURE
ENT ENTRANCE N
EP ELECTRICAL PANEL
EPY EPOXY PAINT N NORTH
EQ. EQUAL NAT NATURAL
EQUIP EQUIPMENT NEC NATIONAL ELECTRIC CODE
ESC ESCALATOR NEC NECESSARY
ETR EXISTING TO REMAIN NIC NOT IN CONTRACT
EN EACH WAY NL NIGHT LIGHT
ENC ELECTRIC WATER COOLER NO. NUMBER
EXH EXHAUST NOM NOMINAL
EXIST. EXISTING NTS NOT TO SCALE
EXPO EXPOSED
EXP EXPANSION o
EXT EXTERIOR
oOBS OBSCURE
F ocC ON CENTER
oD OUTSIDE DIAMETER
EA. FIRE ALARM OFF. OFFICE
FcU FAN COIL UNIT OHD. OVERHEAD DOOR
FD FLOOR DRAIN OFOI OWNER FURNISHED,
FDN FOUNDATION OWNER INSTALLED
FE FIRE EXTINGUISHER OFC| OWNER FURNISHED,
FEC FIRE EXTING. CABINET CONTRACTOR INSTALLED
FF FINISH FLOOR OPNG OPENING
FG FIBERGLASS oPP OPPOSITE
FHC FIRE HOSE CABINET 0SB ORIENTED STRAND BOARD

P

PART
PART. BD
PC

@

PD

P&

PL

P, LAM.
PLAS
PLYWD

PP
PR
PoF
Pol
PSL
PT
PTD

PTD/R.

PTM
PT. WD

QT
QTB

RAD
RAF
RD
REF
REF
REG
REINF
REQ
REQ'D
RESIL
REV
RH
RHR
RL
RM
RO
RR
RT
RTU

S

)
SC.
SCD.
SCH
SD
SE.
SHLF
SHR
SHT
SIM.
SLR
SM
SND
SND/R

SOL
SPEC
SQ.
SIS)

ST
STA
STD
STL
STOR
STR
STRUCT
SUSP
SV
SY
SYM.

T

.
B
TEL
TEMP
TG
Té¢G
THK.
TK. BD
TOB
TOC
TOPL
TOS
TP
TPD
TREAT
TRZ
TV

A
TYP.

uc.
UNF
UNO
UR

VB
VCT
VERT
VEST
V.ILF.
VNG
VINF

W/
WC
WD
WDIN
WIC
We.
W/O

OﬁlJrﬂ@b‘\ﬁr@%'—

PARTITION

PARTICLE BOARD
PLUMBING CONTRACTOR
PRE-CAST

PENCIL DRANWER
PLEXIGLASS

PLATE

PLASTIC LAMINATE
FPLASTER

PLYWOOD

POWER POLE

PAIR

POUNDS PER SQUARE FOOT
POUNDS PER SQUARE INCH
PARALLEL STRAND LUMBER
PAINT

PAFPER TOWEL DISFPENSER

COMB. PAPER TOWEL
DISPENSER ¢ RECEPTACLE
PATCH TO MATCH
PRESSURE TREATED WOOD

QUARRY TILE
QUARRY TILE BASE

RISER

RADIUS

RAISED ACCESS FLOOR
RESILIENT BASE
ROOF DRAIN
REFRIGERATOR
REFERENCE
REGISTER
REINFORCE
REQUIRE(MENT)
REQUIRED
RESILIENT
REVISION / REVISE
RIGHT HAND

RIGHT HAND REVERSE
ROOF LEADER
ROOM

ROUGH OPENING
RUB RAIL

RADIAL TILE
ROOF TOP UNIT

SOUTH

SOLID CORE

SEAT COVER DISPENSER
SCHEDULE

SOAR DISPENSER
SQUARE FOOT

SHELF

SHOWER

SHEET

SIMILAR

SEALER

SHEET METAL
SANITARY NAPKIN DISPENSER
SANITARY NAP. DISP. ¢
RECEPTACLE

SOLID SURFACE
SPECIFICATION
SQUARE

STAINLESS STEEL
STAIN

STATION

STANDARD

STEEL

STORAGE

STRETCHER
STRUCTURAL
SUSFPENDED

SHEET VINYL

SQUARE YARD
SYMMETRICAL

TREAD

TOWEL BAR
TELEPHONE
TEMPORARY
TEMPERED GLASS
TONGUE & GROOVE
THICK

TACK BOARD

TOFP OF BEAM

TORP OF CURB

TOP OF PLATE
TOP OF STEEL

TOFP OF PAVEMENT
TOILET PAPER DISFPENSER
TREATMENT
TERRAZZO
TELEVISION

TOP OF WALL
TYPICAL

UNDER COUNTER
UNDERWRITER'S LAB.
UNFINISHED

UNLESS NOTED OTHERWISE
URINAL

VAPOR BARRIER

VINYL COMPOSITION TILE
VERTICAL

VESTIBULE

VERIFY IN FIELD

VINYL WALL COVERING
VINYL WALL FABRIC

WEST

WITH

WATER CLOSET
WOOD

WINDOWW

WALK IN CLOSET
WIRE GLASS
WITHOUT
WATERPROOF
WEIGHT

TARD
TARD DRAIN

PERPENDICULAR
DIAMETER
CENTER LINE
NUMBER

ANGLE

AT

PROPERTY LINE
PLUS/MINUS
SQUARE FEET
DEGREE

TYPICAL MOUNTING HEIGHTS

SOAP DISPENSER
PAPER CUP DISPENSER
ELECT. HAND DRYER DISPENSERS
PAPER TOWEL (FEM. NAPKIN,
DISPENSER ETC)
\ / 1Y
_ _ ¢
L e
n ({1
F
N TRASH DISPOSAL UNIT R i
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three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot
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CODE REVIEW INFORMATION | o o o | f STMBOLS:
L N j/\/\ f\»
: n ; UNRATED CONSTRUCTION TO
i LIMIT TRANSFER OF SMOKE
PLAN NORTH NFPA 2012 : m = AT INCIDENTAL USE AREAS
BU|LD|NG DATA FORM ] [ ] 4 ONE HOUR RATED FIRE
- I\/\/ w:\j_‘_l— Wl | Bl BARRIER, SHAFT ENCLOSURE
NFPA 101REQ'D.| PROVIDED L - AND FIRE PARTITION
59:” EXISTING | HOUR RATED FIRE
USE DESCRIPTION AMBULATORY i | | B BARRIER, SHAFT ENCLOSURE
CTUAL HEALTHCARE j/\ AND FIRE PARTITION
SPECIAL REQUIREMENTS NA e TWO HOUR RATED FIRE
NORTH B> B~ B BARRIER SHAFT ENCLOSURE
OCCUPANCY NFPA 6.1.1] CHAPTER 20 | CHAPTER 20 AND EIRE PARTITION
NEW AMBUL. | NEW AMBUL. B B EXISTING 2 HOUR RATED FIRE
| = = BARRIER, SHAFT ENCLOSURE
MIXED OCCUPANCY NFPA"20.7.32]  MIN. 1 HR CO;J‘TT/EEN 2 = — AND FIRE PARTITION
IN EXISTING AREAS SEPARATION 2 HR 5266 SF SMOKE BARRIER
(2466 SF) - ONE HOUR W/ 20 MIN.
&LAESSHSF%%QOANR E(z\g WORK NFFA 4.6.7 A NA ., =, = OPENING PROTECTANT
= 'ﬁ—'f—'f—'% e L e EXISTING SMOKE BARRIER
NFPA TABLE 20.1.6.1 TYPE 11 TYPE 11 ‘ ‘ ’ — % ‘ N\ N\ ONE HOUR W/ 20 MIN.
CONSTRUCTION TYPE 299 299 - \MEST\BULAQ E ] D H a 5 - 5 - OPENING PROTECTANT
PROJECT NET AREA 2858 SF / JESTING ONE HOUR SMOKE BARRIER
RATED FIRE BARRIER
NUMBER OF OCCUPANTS NFPA 7.5.1.2 100 SF 49 {\ \. N o . m = SHAFT ENCLOSURE
(IN PROJECT AREA) GROSS N N / H & FIRE PARTITION
NFPA TABLE 7.3.3.1 ~_ _ 7 | ] | s — o TWO HOUR SMOKE BARRIER
EXIT WIDTH PER OCCUPANT 0.2 COMPLIES o | = 8 S | 8 S B RATED FIRE BARRIER
| SHAFT ENCLOSURE
NFPA CHAPTER 20.2.4.2 — i L ‘ § FIRE BARRIER
ONE EXIT RULES NR 2 EXITS — T | | ]
NFPA 20.2.3.2 . AUDIO | ol | - | _ Bl SU'TE DESIGNATION
EXIT WIDTH 44 72 BOOTH #5 ol HSE AR SU
L ®
Arcls TR o | |
MIN. NO. OF EXITS NPPA 20242 & EPA LTy ey 2 EXITS XN 7 ol % ZONE - el T i T LOCATION
NFPA 20.2.2.1 » » ][ el n ; LDJ
DOORS AND MEANS OF EGRESS o 3 o Fr=— | 014B J = P
AUDIO I q EXIT ENTRANCE TO EXIT ACCESS CORRIDOR
MAXIMUM NFPA CHAPTER 20.2.6.2.1420.2.6.2.2 200 190" CONTROL #5 . ) ACCESS
TRAVEL DISTANCE NFPA TABLE A7.6 [AGi5A 1 i ] Y
MAXIMUM COMMON PATH OF NFPA TABLE A7.6 ) 97’ — & RECESSED PENDENT SPRINKLER HEAD
TRAVEL 100 T « R ]
AUDIO . S MANUAL PULLSTATION (MOUNT 48"
SMOKE COMPARTMENT NFPA 20.3.7.2 MIN. 2 2 BOOTH #6 ﬁg (‘%f gEOD\g/Egl)SHED FLOOR TO TOP
rele TN . S
AN DD D oh 360.5.0 & NFPA THBLE 7.6 50 334 = |
2.5. . I o | @ SMOKE DETECTOR
NFPA CHAPTER 38.2.3.2 ) . . o212 iz
CORRIDOR WIDTH 44 72 o o |8 K AUTO SYNC STROBE UNIT WITH SELECTABLE
Auplo |||l ! S CANDELA ADA COMPLIANT (MOUNT 80"
CONTROL #6 R i ?—Z N % @ ABOVE FINISHED FLOOR OR 6" BELOW
/f‘/ “ " FINISHED CEILING TO TOP OF DEVICE)
) - FIRE SPEAKER STROBE (AUTO SYNC) UNIT
m - W/SELECTABLE CANDELA; ADA COMPLIANT
L o (MOUNT 80" ABOVE FINISHED FLOOR OR 6"
P i = WS RS BELOW FINISHED CEILING TO TOP OF DEVICE)
ol EXIT SIGN: ARROW DIRECTION INDICATED
S | W] ] @ ON PLANS. SINGLE SHADING INDICATES
og : ZONE 74 [ ] SINGLE FACE OR 2 SHADED AREAS
o ) ‘ 5 1 — =  INDICATES DOUBLE FACED UNIT.
(18]
Z0
LN o |17 =8 §§ wy - HALF SHADED FIXTURE INDICATES
IH Iz TREATMENT | E FIXTURE IS ON EMERGENCY CIRCUIT OR
J AUDIO | %7% (}'g . ROOM Tt NIGHT LIGHT (SEE FIXTURE SCHEDULE)
B I T I W W W W W] 1 1| BOOTH #4 o< - HALLINAY
: | D— — AG22 J I I
— I parE=in v Vi . .
= Dl — 5 e ARN&' ni [ NEREZED N TREATMENT | | RECEPTION
! ROOM
» AUDIO | i | AR LAB, 1] AL T~ WAITING
I /) i 1 E S
m |l o } ° I. NERLE HHALLINAY GONA)Z/\E /(;O\TAL | NOTES :
ADIO D || HALL WAL Ty || coNTROL #4N o5 T i
CONTROL #| | | 25 | ITREATMENT RM I
e\ Z AGO3A )  APPLY 3" HIGH STENCILED LETTERING
L= === |Leea W - Lf@ | 8§m A3k == Ac2l | ( INDICATING PARTITION RATING OR TYPE USING
| 66" | . | THE WORDING SHOWN ON THE CODE
2k \‘ S AN N TO BE LOCATED 8'-0" O.C. ON PARTITION NO
= | AG33 HALL WA DOWN - :20 o ] — MORE THAN 12" ABOVE THE CEILING. LOCATE
ZONE 39 B : b e J ES @5. ° ALCOVE * * B DECLINE RATIO ~| ¥ ON THE CORRDIOR SIDE OF THE PARTITION OR
= - = NCE o CORRIDOR OTHER EASILY ACCESIBLE LOCATION.®
. / C f\ VEL DISTANCE | ona R - _‘_7‘ _ - - PENETRATIONS BY ALL TRADES IN RATED OR
. —— = OlOB SMOKE RESISTANT PARTITIONS ARE TO BE
AUDIO - ] YHALLINAY N i g R SEALED OR FIRE STOPPED WITH APPROVED
# ’—‘ /
CONTROL 2. = (e W i; Az \/ V ASSEMBLIES PER SPEC SECTION 018400
AG2OA| LSS A - i B . . . = 2) REFER TO UL DESIGNS FOR FIRE RESISTANCE
I /I _[2 o RATING ON CODE REVIEW INFORMATION CHART
[ / q”& / i il . i FOR STRUCTURAL FIRE PROOFING ASSEMBLIES
bl |l . DT TeEATMENT | HH i H OILET 8 FOR ALL NEW CONSTRUCTION AND AS
AUDIO I . ) 0 o oM . e SROUP E— INDICATED FOR EXISTING BUILDING
BooTH #2 M| | Q i — i TREATMENT I COMPONENTS,
b ‘ BOOTH #3 TREATMENT ROOM RPOOM | B
AG28 1N :
—— 1 AG206 ° i AGC20 | ® |
- | \\\\ I L_“‘J ’—‘ 2 “ ! ! CLOSET ® ® % I
\ —%J \ |
\_ COMMON PATH TO SMOKE AUDIO LiAc24 1 /
COMPARTMENT DOORS CONTROL #3 Ny, | L] | ‘ |
FROM THIS ROOM = ||1&'
z .
|
N
| ? Z , }
N
1 ‘% o l
o) ] |
‘_
N 2
(':'; I:Z() | j ‘ |
10 A >
" " - I L 4
1 GROUND FLOOR CODE PLAN | /8 T s |
] = 15 N |
Zz |
9 é LI |
PROJIECT AREA: 4248 SFE (WITHIN AUDIOLOGY DEPARTMENT ONLY) e >8: in > - |
S | |
AUDIOLOGY - 4248 DIRECTOR'S | - \L
DIRECTOR'S OFFICES - 2,498 | 0_:5"%5 ! .
COMP/PEN - 2,466 o) ‘ TN\ B
l | ’Jv
s I ¢,
ml \/L | Z \/ |
—
N
N\
N
N
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— — \ T SCALE: NONE
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three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot
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one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

one eighth inch = one foot
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WALK OFF MATT AT CONSTRUCTION AREA
ENTRY
PLAN NORTH
DAY TEMPORARY WALL CONSTRUCTION
@ TEMPORARY DOOR
ACTUAL
NORTH —1
1) MAINTAIN EGRESS FOR ALL OCCUPANTS AT ALL TIMES THROUGHOUT CONSTRUCTION.
2.) VAMC WILL TURN OVER WORK AREAS SUCH THAT A MAXIMUM OF 5 PATIENT BEDS
ARE OUT OF USE AT ONE TIME
3.) CONTRACTOR MUST REVIEW AND COMPLY WITH ALL VAMC INFECTION CONTROL
POLICIES PERTAINING TO CONSTRUCTION PROCEDURES PER PROJECT MANUAL GENERAL
REQUIREMENTS.
4.) CONTRACTOR 1S TO COORDINATE ALL WORK AND SCHEDULES WITH VAMC COR.
5) ALL CONTRACTOR EQUIPMENT / CARTS ETC. MUST BE WIPED DOWN PRIOR TO ENTRY
ONTO FLOOR.
6.) ALL WORK AREAS TO BE MAINTAINED NEGATIVE AIR ENVIRONMENT UTILIZING HEPA
FILTER VENTILATION UNITS. NEGATIVE PRESSURE MUST BE MAINTAINED 24/7 IN EACH
A ACTIVE WORK AREA.
7.) NO CONTRACTOR STORAGE 1S ACCEPTABLE IN CORRIDORS. ALL MATERIALS MUST BE
CONTAINED IN THE ASSOCIATED WORK. AREA.
8.) PROVIDE TEMPORARY CONSTRUCTION SIGNAGE AT INTERIOR AND EXTERIOR AREAS
OF THE BUILDING. COORDINATE WITH VA REPRESENTATIVE ON REQUIREMENTS AND
LOCATIONS. (INCLUDE ALLOWANCE W/ BASE BID)
d.) REFER TO SPECIFICATION SECTION OI7419 FOR CONSTRUCTION WASTE MANAGEMENT
IEI.:_D 10.) ALL TEMPORARY PARTITIONS ARE TO BE CONSTRUCTED OF 2 HR. RATED WITH NON
COMBUSTIBLE MATERIALS, FIRE TAPED 2 LAYERS 5/8" 6GYPSUM BOARD TYPE "X" BOTH
SIDES SEALED TO DECK ABOVE, METAL STUDS. 90 MIN. HM DOORS TO BE INSTALLED
WHERE SHOWN. THESE BARRIERS ARE TO BE IN PLACE, INSPECTED AND ACCEPTED PRIOR
TO START OF CONSTRUCTION WORK.
VESTIBULAR 1) TEMPORARY PARTITIONS ARE TO BE SEALED TO INHIBIT THE TRANSFER OF DUST AND
TESTING SMOKE. THEY SHOULD ALSO BE CONSTRUCTED TO MINIMIZE NOISE FROM CONSTRUCTION
N ACTIVITIES.
~ _ | Acl4
12.) ANY WORK. PREFORMED OUTSIDE OF CONSTRUCTION BARRIER SHALL BE
I — COORDINATED WITH A VA REPRESENTATIVE PRIOR TO OPERATIONS.
= 13.) ISOLATE HVAC STSTEM FROM AREA WHERE WORK 1S TO BE PREFORMED PER
i PROJECT MANUAL GENERAL REQUIREMENTS.
| AUDIO |
H| BOOTH #5 14,) DO NOT REMOVE BARRIERS FROM WORK AREAS UNTIL COMPLETE WORK AREAS ARE
| M 2es THOROUGHLY CLEANED AND APPROVED BY COR. REMOVE BARRIER MATERIAL
CAREFULLY TO MINIMIZE DIRT AND DEBRIS ASSOCIATED WITH CONSTRUCTION. BARRIER
| HALLINAY MATERIAL SHOULD BE WET WIPED, HEPA VACUMED OR WATER MISTED PRIOR TO
1] S REMOVAL.
— ol4B
Ao 15.) PLACE DUST WALK-OFF MATS AT ENTRANCE AND EXIT OF WORK AREA.
E [ICONTROL #5 I 16.) NO CONSTRUCTION BARRIER IS TO OCCUPY MORE THAN HALF THE WIDTH OF ANY
| [AGIBA | CORRIDOR LEAVING A MINIMUM CORRIDOR WIDTH OF 48", HANDRAILS NOT INCLUDED.
K
I = 17.) PATCH ALL FINISHES DAMAGED BY PARTITION INSTALLATION AND REMOVAL TO
| MATCH EXISTING FINISHES.
1 AUDIO
HBOOTH #6 L 18.) PROVIDE TEMPORARY CEILINGS BETWEEN CONSTRUCTION PHASES ON OCCUPIED SIDE
| OF TEMPORARY PARTITIONS.
PHASE 1 ACle
i — _ _ _ n 19.) ENTRY INTO EACH ROOM 1S TO BE SEALED WITH OVERLAPPING REINFORCED FIRE
N RATED PLASTIC PARTITION SUCH THAT NEGATIVE AIR PRESSURE 1S MAINTAINED BETWEEN
PHASE 2 - ~ CORRIDOR AND ROOM BY EXHAUSTING AIR OUT OF ROOM WINDOW.
- - ~ ~J H | AUDIO 20.) PROVIDE WALK. OFF MATS INSIDE EACH ROOM NY EACH DOOR.
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three inches = one foot

one and one half inches = one foot

one inch = one foot

three quarters inch = one foot

one half inch = one foot
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DEMOLITION SCOPE DEMOL ITION GENERAL NOTES
UNLESS OTHERWISE NOTED, THE FOLLOWING SCOPE OF SYMBOLS:
DEMOLITION APPLIES THROUGHOUT THE PROJECT AREA. ELEDE%?'C;EI'_O? Qﬁﬁé |§g&£wl/§§g;§§; “;?E%TSTNE'%'A]]'Q e
FURTHER DETAIL MAY NOT BE GIVEN. — ="
PLAN NORTH MEPFP DRAWINGS. CONSTRUCTION MANAGER TO —_ _, EXISTING CONSTRUCTION TO BE REMOVED
BY WORK. PROVIDE ANY REQUIRED SUPPORT TO REMAINING |
FORTIONS OF PARTITIONS AND CEILING STYSTEMS. D MILIARIZE Ve e st AL DL INVOLVED IN
2) REMOVE CEILINGS AND ALL FIXTURES DEVICES AND THE CONTRACT. SPECIFIC INSTRUCTIONS ON EACH ITEM WILL (/] TEVMPORARY HALL CONSTRUCTION
ACTUAL SUSPENSION SYSTEMS AS REQUIRED. SUPPORT ALL NOT BE SIVEN.
REMAINING UTILITIES ON A TEMPORARY BASIS.
NORTH 3) DEMOLITION SHALL BE PHASED SO AS TO LEAVE B not v contracT
WORK. WITH THE OVERALL PROJECT PHASING. ALL EXISTING DOOR
INTERRUPTIONS IN SERVICES AS A RESULT OF DEMOLITION
g@;ﬁg%\/géougﬂéi% QQL;—LEI\T%ZA%%E%é—DHgf ':JC')RK SHOULD BE COORDINATED WITH THE COR PRIOR TO WORK
BTG : BEING PERFORMED. A
5) WHERE DOORS ARE SHOWN TO BE REMOVED, REMOVE , EXISTING DOOR AND
D)OOR FRAME AND HARDWARE UNLESS OTHERWISE NOTED 4) STORAGE OF CONTRACTORS' EQUIPMENT AND DEBRIS :// \h: FRAME TO BE REMOVED
' : MUST BE KEPT WITHIN THE CONSTRUCTION AREA AND
6) REMOVE PLUMBING FIXTURES AND PIPING AS SHOWN PROPERTY LINES. REFER TO SPECIFICATION SECTION OI7414
REMOVE ABANDONED PIPING, SEE PLUMBING DRANWINGS FOR FOR CONSTRUCTION WASTE MANAGEMENT
';%%T"EES'TNEFfﬁgglg%ggf@'f SEAL EXISTING SUPPLY 5) ISOLATE ALL DEMOLITION AREAS FROM ANY OCCUPIED ©) TEMPORARY DOOR
: AREAS WITH 2 HOUR FIRE RATED CONSTRUCTION FOR
1) REMOVE MECHANICAL AND ELECTRICAL FIXTURE DEVICES HAZARD AND DUST PROOFING. —
AS SHOWN OR REQUIRED BY THE WORK. SEE MECHANICAL
6) UTILIZE HEPA APPROVED NEGATIVE AIR MACHINE TO .
AND ELECTRICAL DRAWINGS FOR FURTHER INFORMATION. AT AN NEGATIVE PRESSURE N THE PRo EaT AREA _DEMOL'T'ON KEY NOTES:
8) THE DEMOLITION OF EXISTING MECHANICAL, ELECTRICAL THROUGHOUT DEMOLITION AND CONSTRUCTION. [1] REMOVE PARTITION
D T o Ao RDIATED BT THE T) PROVIDE WARNING SIGNAGE TO PROTECT OCCUPANTS REMOVE ALL DOORS, FRAMES ¢ HARDWARE
CONSTRUCTION AND DEMOLITION SHALL BE PHASED WITH THE D g IR= TR AR RECUIRED BT ORI N REMOVE EXISTING CEILING
NORK. OF ALL TRADES, OGRESS. JOB SITE S S SOLELY T
d) REMAINING SURFACES SHALL BE THOROUGHLY CLEANED
5| R
AND PREPARED TO RECEIVE THE INDICATED NEW FINISHES g&Lrg'T“gﬁg‘N’;‘“;‘N%('Jé’%}f:fg;:C@DEE’AE'FLT_E' A,T\‘ILCAEZMDB/ISEéA‘II:HE EMOVE EXISTING MILLWORK
AND/OR SYSTEMS IN ACCORDANCE WITH RECOMMENDED ENTTRE CONGTRUCTION PRO e = —_— [6] REMOVE PARTITION AND WALL FINISHES IN
INDUSTRY STANDARDS PER SPEC SECTION 024100. : T PREPARATION FOR NEW DOOR
d) IN AREAS OF DEMOLITION THAT EFFECT THE STRUCTURAL |:_| t REMOVE FLOORING ¢ BASE
10) IN AREAS INDICATED TO RECEIVE NEW WALL FINISHES, e T D R L ey 2HoRING n REMOVE STAND ALONE AUDIO BOOTH
PREP ALL SURFACES TO ACCEPT NEW FINISH TREATMENT. TRUCTURAL SUPPORT 15 INSTALLED
REMOVE ALL ABANDONED DEVICES AND FASTENERS. SEAL ' I [4] REMOVE RAISED CONCRETE SLAB DOWN TO
ALL CRACKS, HOLES, AND BLEMISHES TO MATCH EXISTING. ! R GUIRED ThoM RvovALY TN SEAB AS
REMOVE ALL WALL MOUNTED ACCESSORIES
] [11] REMOVE WALL PROTECTION
REMOVE CONCRETE AND METAL PAN STAIRWELL]
i i AND ACCESSORIES. REFER TO STRUCTURAL
DRANINGS
PREPARE EXISTING TERRAZZO FLOORING AND
L| BASE FOR NENW FLOORING.
[] [;;I REMOVE PORTION OF MASONRY WALL FOR NENW
OPENING AND INSTALL STEEL LINTEL. REFER TO
\ 1 DETAIL &/AS206
REMOVE PARTIAL HEIGHT aNB CHASE WALL
REMOVE &NB AND STUD OFF OF EXISTING
N VACQL‘I;G ?EHELL\\ COLUMNS
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three inches = one foot

one and one half inches = one foot

one inch = one foot
»

three quarters inch = one foot

one half inch = one foot

three eighths inch = one foot

one quarter inch = one foot

one eighth inch = one foot

(©) (03 SYMBOLS:
19'-6" - : EXISTING CONSTRUCTION TO REMAIN
PLAN NORTH
8'—8 1/2" | 10'-9 1/2” /\
d  NEW NSTRUCTION
07" ( C ) I NN co cTIo
- (E)10WF21 ir (E)TOWF21 (+2'-7 %) L - NOT IN CONTRACT
T Y L
ACTUAL @ - - = W8XxT8 1 - ROOM NUMBER - SEE ROOM
NORTH == © _/_;,-—_ FINISH SCHEDULE SHEET
- s G I FURNITURE BY VA
L J W8x18 ||| (NOT IN CONTRACT)
r—
L i
L
VESTIBULAR ( — SIM
TESTING 7 W8x18 :
_ 22 2 3
== “|lg g )
AUDIO 5, g - Wex18 —
N BOOTH #5 >
I — 4 1/2” CONC. SLAB ON
T | 1 1/2" GALV. STEEL DECK
al HALLWAY | o WITH 6x6—W2.9xW2.9 WWF
HE C
AUDIO
ICONTROL #5 O
o
_ 1 )
= ] T — (E)18WF60 / T N
 — 3 @ - T | ||I:I 7 il by E—
AUDIO — | I =
NOTE: 11BOOTH #6 = L— | |
REFER TO ADIO|I - GROUND FLOOR 1
DEMOLITION PLAN & &lIO5 - GROUND I ll !
FLOOR PHASING PLANS FOR TEMPORARY PHASE OI\ ||
WALL LOCATIONS AND ADDITIONAL I
PHASING INFORMATION.
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one half inch = one foot three quarters inch = one foot one inch = one foot one and one half inches = one foot

three eighths inch = one foot
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SYMBOLS:
T T~ (L E EXISTING CONSTRUCTION TO REMAIN
PLAN NORTH v h
’ A 13
I // OFOl) \ ] NEW CONSTRUCTION
\ [
/ |
| | ] noT N conTRACT
\ / =
: ACTUAL \ =
© NORTH \ /V ESTIBULAR o NEW DOOR OPENING
N P TESTING WITH DOOR 5\;}25(511__'&
h CioD SEE DOOR SCHED
F1 -~_ -~ - AGl4 - SHEET
)
@ EXISTING DOOR TO
I REMAIN
| |
— "
| | @ PARTITION TYPE - SEE PARTITION
] | DETAILS SHEET
- \
o \ ROOM NUMBER - SEE ROOM
| | FINISH SCHEDULE SHEET
| AGIS | FIRE ALARM PULL STATION
DETAIL REFERENCE:
I @ DETAIL NUMBER (TOP)
o B W SHEET NUMBER (BOTTOM)
g o] Co EEAIN TR Goraoo
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| < D \ GENERAL FLOOR PLAN NOTES:
| H AUDIO \ |. CONTRACTOR SHALL BE RESPONSIBLE
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| AGI6 | KEYNOTES:
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o REFER TO I/AAS204
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